
INTRINSICALLY SAFE RELAY

1. GENERAL 
• This is the installation and operation of the relay option for 

Intrinsically Safe products like the IS-AB and IS-T. 

2. SETUP 
• The relay is installed on the PCB in the enclosure. Its 

output is given on on the blue terminal block which is 
connected to a (green) circular connector that passes 
through the enclosure wall. 

• Connect the mating half of the green plug by plugging the 
pins in the sockets and screw it tight. (If the connector on 
the cable is disconnected then the unit will alarm. 

 

 

 

3. OPERATION 
• The relay switches state when there is a level alarm, 

when the pushbutton is pressed, or when there is a 
low battery alert. 

• The relay output can be delayed 15 mins by 
switching the DIP switch ‘E’ to the right. (this is 
covered in the general instructions) 

• Relay output can be switched from N.O, to N.C. on 
DIP switch “D”. 

• Maximum load on the relay is 80 mA. 
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